The current study presents a numerical and real-time performance analysis of a parabolic trough collector (PTC) system designed for solar air-conditioning applications. Initially, a thermodynamic model of PTC is developed using engineering equation solver (EES) having a capacity of around 3 kW. Then, an experimental PTC system setup is established with a concentration ratio of 9.93 using evacuated tube receivers. The experimental study is conducted under the climate of Taxila, Pakistan in accordance with ASHRAE 93-1986 standard. Furthermore, PTC system is integrated with a solid desiccant dehumidifier (SDD) to study the effect of various operating parameters such as direct solar radiation and inlet fluid temperature and its impact on dehumidification share. The experimental maximum temperature gain is around 5.2°C, with the peak efficiency of 62% on a sunny day. Similarly, maximum thermal energy gain on sunny and cloudy days is 3.07 kW and 2.33 kW, respectively. Afterwards, same comprehensive EES model of PTC with some modifications is used for annual transient analysis in TRNSYS for five different climates of Pakistan. Quetta revealed peak solar insolation of 656 W/m 2 and peak thermal energy 1139 MJ with 46% efficiency. The comparison shows good agreement between simulated and experimental results with root mean square error of around 9%.
Introduction
Global energy consumption trends are increasing progressively over the past few decades, and fossil fuels are leading with 80% share [1] . Solar energy is one of the best ecofriendly renewable energy resources available in the world. The PTC is amongst one of the advance concentrating thermal technologies. However, PTC application is limited to medium and elevated temperature range, that is, from 150-300°C and 300-400°C, respectively [2] . In this regard, various numerical and experimental research studies have been conducted on design and development of PTC. In a research study, the thermo-mathematical model was proposed using differential and nonlinear algebraic correlations with a concentration ratio of 9.37 [3] . The results were in good agreement with experimental data of the Sandia National Laboratory (SNL). In another study, model development of PTC with the concentration ratio of 12.7 and its simulation in solid works was carried out by using finite element method. Heat transfer phenomenon and efficiency of the system were predicted and compared with the model [4] . Similarly, a detailed numerical model based on the finite volume method was developed to analyze the heat transfer characteristics of the evacuated receiver tube [5] . By using discretization technique, the receiver was divided into small segments and energy balance was applied to each control volume. The model was tested against test results of the Sandia National Laboratory. Moreover, a complex dynamic model of PTC and its dynamic simulations for validation were presented with root mean square error of 1.2% [6] . Likewise, a novel parabolic trough solar collector model results were validated with published data from the National Renewable Energy Laboratory (NERL) and Sandia National Laboratory (SNL) [7] . It was observed that the developed model reduced the uncertainty from 1.11% to 0.64% as compared to the EES code by NREL. Similarly, in another study, a numerical model was developed to study the thermal behavior of the single and double pass receiver tube of PTC [8] . Numerical analysis revealed that double pass tube results in enhanced thermal efficiency as compared to the single pass.
The climate conditions in term of solar radiation intensity and availability strongly influence the performance of PTC systems. Hence, a research study was conducted to access the potential of PTC for industrial heat application in Cyprus using TRNSYS [9] . The system was capable to meet 50% of annual load and proved the viability of the system for high-energy consuming industries. Additionally, E-W tracking was preferred in terms of energy gain over N-S for Mediterranean climate. A similar research study was conducted to estimate the solar thermal potential and PTC performance for Algeria [10] . Heat transfer and temperature evolutions were compared for different climates. The hot desert climate was declared the best suitable for PTC.
Moreover, an experimental study was conducted, according to ASHRAE 93-1986 standard using fiberglass-reinforced PTC for hot water application [11] . A test methodology was developed to investigate the effect of different operating parameters on thermal efficiency.
Keeping in view the intermittent nature of solar energy resource, a research study was conducted to access the annual performance of mini PTC [12] . A nonevacuated tube with glass cover and black paint coating was applied in the model for transient analysis. The collector achieved maximum instantaneous efficiency of 66.78%. Similarly, a quasidynamic simulation model in TRNSYS was developed to analyze the performance of PTC for a direct steam generation [13] . The basic modeling approach and results comparison were discussed in the study.
However, from literature review, it is seen that the majority of the abovementioned systems are high concentration ratio PTCs which produce high temperatures, associated with high cost. Furthermore, these PTCs are not compatible with hot water applications like air-conditioning due to strong space constraints subjected to commercial and industrial buildings [14] . Moreover, geographically, Pakistan is located such that more than 95% of its area receives an average global irradiance of 5-7 kWh/m 2 /day with an average daily sunshine period of 7.6 hours [15] [16] [17] . Although abundant solar energy is available in Pakistan, no such study exists to highlight solar thermal potential using PTC technology. Therefore, in this research work, a small parabolic trough collector (PTC) is proposed for solar assisted dehumidification applications, which required hot water temperature ranging from 70-90°C. Hence, the small and efficient PTC makes it favorable for roof-mounted hot water applications. Keeping in view the specific application of solar-assisted dehumidification, a group of four small PTC systems is designed with a concentration ratio as low as 9.93 to produce around 3 kW of thermal energy. Furthermore, the developed polished stainless steel PTC system is analyzed numerically and experimentally under a wide range of operating conditions for dehumidification application.
Thermal Model
Thermal design of the proposed system is based on calculations of trough focal point, rim angle, and concentration ratio. Furthermore, heat characteristics of the evacuated tube receiver are also calculated in terms of heat loss coefficient, radiation coefficient, overall heat transfer coefficient, and useful heat gain.
The optical efficiency of the receiver is calculated as [18] 
Receiver. In the current study, an evacuated tube is used so that negligible convection losses are encountered. Thermal resistance model of the PTC is given in Figure 1 . The heat loss coefficient of the receiver is determined by [18] 
Radiation coefficient from the absorber to glass cover is obtained from [18] 
Overall heat transfer coefficient is calculated by considering tubes outer and inner diameter as [9] 
Nusselt number is calculated from the standard pipe flow equation as [19] The collector efficiency factor is given by [18] 
Collector heat removal factor is the ratio of actual useful energy gain to maximum energy gain as [18] 
International Journal of Photoenergy 2.2. Useful Heat Gain. Useful energy delivered from PTC is obtained through efficiency factor of the receiver along with incidence angle modifier determined by applying energy balance to the receiver [20] :
Here, to determine the dependency of the incidence angle modifier (IAM) on an angle of incidence, correlation is developed. The correlation is obtained through the application of polynomial curve fitting on experimental data as presented in Figure 2 (b).
whereas the instantaneous thermal efficiency of PTC is found by [21] 
Finally, outlet temperature of the PTC is found by [18] 
The above design calculations of the system are performed through the development of a mathematical model in the engineering equation solver (EES) [22] due to its coupling compatibility with TRNSYS [23] . The flow chart of the thermodynamic model is presented in the Figure 3. 2.3. Data Reduction. By using various equations and correlations, data is reduced for analysis and graphical representation.
The heat energy gain of the PTC is defined as
Therefore, the instantaneous efficiency of PTC in each case can be calculated by [20] 
However, thermal efficiency related to the parameters from data points is given by [18] 
where
Moreover, incidence angle modifier (IAM) is determined as a ratio of instantaneous thermal efficiency at an angle of incidence to peak thermal efficiency as [24, 25] 
Collector time constant is the time needed by the PTC to change the temperature of the working fluid, 63.2% of its steady-state value when a step change in the incident radiation occurs [26] . 
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The time constant test for thermal collectors represents the thermal inertia of the receiver or its heat capacity.
The time constant for heating and cooling is given by [27] T
Finally, root mean square error value is determined by [28] 
The solar fraction of the PTC system is defined as
where Q sol is the solar energy gain from PTCs and Q total is the sum of solar energy as well as the auxiliary energy from the electric heaters. Moreover, the dehumidification share (DS) is the product of solar fraction and total dehumidification effect produced given as
where D e is the total dehumidification effect of the desiccant wheel.
Material and Methods
This section comprises of the experimental setup, measurement procedure, and correlations used in the current study.
3.1. Experimental Setup. Experimental structure is fabricated for real-time analysis, based on the design parameters obtained through EES model processing. The setup consists of an array of four PTCs, working fluid circuit, and sensing and measuring instruments as presented in Figure 4 . The polished stainless steel sheet of 2 × 1 m 2 is used as a reflector medium for each trough. The sheet is properly bent to achieve the desired designed concentration ratio of 9.93 and focal point 0.210 m. In total, four PTC units in series are used when analyzing the transient and real-time system performance. The evacuated tube receiver consists of a copper tube 2 m long with outer and inner diameters of 0.21 m and 0.19 m, respectively, with the selective coating. Single axis E-W tracking was accomplished by solar tracking kit consisting of sunlight sensor and solar tracker linear actuator. The absorber tube is covered by borosilicate glass with a thickness of 0.004 m.
The other major component of the experimental setup is the solid desiccant dehumidifier as shown in Figure 5 . The design parameters and overall system specifications of PTCs and solid desiccant wheel are given in Table 1 . The hot water stratified storage tank with polyurethane insulation equipped with an electric heater is used for water circulation. The setpoint temperature for the electric heater is 80°C. The hot water is drawn from the top of the tank and supplied to the heating coil. The ambient air at stage 1 passes through the heating coil and after regenerating the desiccant wheel leaves the system at stage 2. Similarly, the humid air enters the dehumidification system at stage 3, dehumidified and leaves the system at stage 4. Figure 5 shows the schematic of experimental setup with measuring and sensing instruments. In the current study, various climate, inlet, and outlet parameters are continuously measured with a time interval of 10 minutes. The parameters include direct solar radiation, ambient temperature, wind velocity, water temperature, air humidity, and mass flow rate.
Operating water temperatures are measured by using K type thermocouples with a sensitivity of 0.01°C. Refrigerated bath circulator model WCR-P12 is used for calibration, with standard thermocouple PT100, calibration range −20°C to 120°C, and accuracy of ±0.01°C. Digital flow transducer S8011R was used to measure mass flow rate in the range of 50-1000 kg/h, whereas climate data including wind velocity and solar radiations are measured through hot wire anemometer and pyrheliometer model TBS-2-2 with a spectral range of 280-3000 nm and sensitivity of 9.876 μV/Wm −2 . Moreover, the temperature and humidity of the air are measured by using Pro-dual sensors (KLK-100). Hot wire anemometer is used to measure the velocity of the air in the duct. Experiments were conducted from 9:00 AM to 6:00 PM in each case with a fixed mass flow rate of 480 kg/ hr., average wind velocity below 1 m/s, ambient temperature within ±3% of 30°C, and absolute humidity of 16 g/kg within ±3%. Climate data was recorded in the Jinzhou Sunshine Science Data collector unit model TRM-Zs1.
3.3. Transient Analysis. Transient analysis is performed by coupling the EES model with TRNSYS through Type 66a. In the current study, the same EES model of PTC with some modifications is used, as discussed in the previous section. Though the TESS library for TRNSYS also contains linear parabolic concentrator model, the EES model is preferred due to certain limitations of Type 536. As intercept efficiency in Type 536 is declared as a parameter which remains constant throughout simulations, while in the developed model, Eq. 8 is used for useful heat gain for dependency of all variables on transient inputs and its greater accuracy during The hourly climate data such as ambient temperature, radiations, and incidence angle based on TMY files are incorporated through Type 15. In addition, the time schedule is implemented from 9:00 AM to 6:00 PM. Equation 1 in the simulation studio is used for conversion of direct solar radiations from kJ/hr to W/m 2 and to calculate IAM values for respective incidence angles. Major components include Type 683 for the solid desiccant wheel model, Type 667 for heat recovery, and Type 4b for a stratified storage tank. The detailed description of the components can be found in the standard TRNSYS manual [23] . Furthermore, monthly useful energy gain is determined by applying an integrator that integrates hourly into monthly outcomes. The output performance parameters, for example, water outlet temperature, useful heat gain, and system efficiency are extracted from the model by using various output components such as printer and plotters as shown in Figure 6 . The annual transient simulations are performed by using TMY data for the climate conditions of Taxila, Pakistan. Furthermore, potential assessment for various other cities is also executed with the help of TMY data files [23] . The simulation interval is one hour and executed by using successive substitution solution method with tolerance convergence of 0.0001. The transient analysis follows almost similar approach as described in the experimental setup with some slight modifications and control strategies. The cold water from the base of the stratified tank is circulated through a pump to the PTC array. The model then calculates thermal energy gain and outlet temperatures based on the given climate data. A differential controller governs the working of the pump with a predefined temperature band of 10°C. Tempering valve restricts the temperature of the outlet stream of supplied water from exceeding the set point temperature. Due to the intermittent nature of the solar energy, an auxiliary gas heater is added in the flow stream. The hot water passes through the heating coils and after exchanging the heat, it returned to the hot water tank again. The regeneration air after passing through the heat recovery wheel absorbs this heat for achieving the desired regeneration temperature. This hot air hence regenerates the desiccant wheel.
Results and Discussion
Initially, the thermal performance of PTC is evaluated with different experimental tests according to ASHRAE 93-1986 standard [26] for procedural validation. Afterwards, further detailed experimental analysis categorized in two cases is performed, in terms of temperature variation, useful heat gain, International Journal of Photoenergy and thermal efficiency of PTC integrated with a solid desiccant dehumidifier under a fixed mass flow rate of 480 kg/hr. It can be observed that thermal efficiency η is a linear function of T * as shown in Figure 2 . The slope and the intercept of the η linear fit are represented as "a," "b," and given by (16) and (17), respectively.
To acquire the best fit straight line, the least square fitting technique is used through the set of efficiency points. The PTC thermal efficiency is determined as
Heat losses of the collector are steady when compared to the temperature of the working fluid. The curve shows that when the inlet fluid temperature is nearby the ambient temperature, the collector efficiency is around 67% which is in agreement with published data comparable with other PTCs efficiency designed and tested for medium temperature ranges [29] . However, η in the present work is closer to the smallest concentration ratio collector present in the literature by Coccia et al. [30] .
Similarly, Figure 2 (b) represents the incidence angle modifier variation with respect to the incidence angle. As the angle of incidence increases, the incidence angle modifier decreases. A third order polynomial equation is obtained for IAM, by applying curve fitting for its further application in model validation and transient analysis as given in (9) . The determination coefficient (R 2 ) for curve fitting is 0.99.
The PTC heating and cooling time constant are 160 s and 270 s, respectively, as presented by Figures 2(c) and 2(d), respectively.
Experimental Analysis
4.1.1. Case 1: Sunny Day. In the current work, the experimental analysis of the PTC integrated with the solid desiccant dehumidifier (SDD) is determined and discussed as follows.
Variation of water inlet temperature and outlet temperature along with temperature difference is shown in Figure 7 (a). The increase in incident radiations positively effects the outlet temperature of the water. Variation of inlet temperature during the day is from 72°C to 77°C. The inlet and outlet temperature of the working fluid progressively increases from 9:00 AM and reaches its peak around 2:30 PM. Similarly, working fluid temperature difference at inlet and outlet also exhibits the same trend of progressive increment till 2:00 PM. The maximum value of the outlet temperature is 84°C at 2:30 PM. Furthermore, maximum and minimum temperature difference achieved is 5.52°C and 1.5°C, respectively. The experimental instantaneous thermal efficiency of PTC along with corresponding EES model results are shown in Figure 7 (b). Experimental data shows that efficiency (η) bears minimum values during the morning and afternoon.
Whereas the maximum value of η is about 62% at 1:20 PM, the reason for the variation is that the instantaneous efficiency is maximized when direct solar radiations are at its peak and incidence angles are small. Minimum instantaneous efficiency value is 19% at 6:00 PM. Moreover, comparative analysis of experimental data and model results are in good agreement with root mean square error value of about 9%.
Similarly, the hourly energy flows and solar fraction of the system is presented in Figure 7 (c). It can be observed that the system thermal demand for dehumidification varies from 2 to 2.83 kW.
Similarly, solar energy gain also varies from 0.62 to 3 kW. Peak solar energy gain occurs corresponding to incident beam radiations of 5 kWh. Moreover, solar fraction also starts increasing in the morning till it reaches one at 12:00 AM; however, it starts decreasing after 3:00 PM.
Finally, dehumidification share of PTC is highlighted in Figure 7 (d). It can be observed that dehumidification share of the PTC varies from 1.7 to 6.4 g/kg depending on the availability of solar radiations.
Case 2:
Cloudy Day. The outlet temperature of the fluid and temperature difference at inlet and outlet fluctuates along the day corresponding to the intensity of solar radiations, as highlighted in Figure 8(a) .
Maximum outlet temperature and temperature difference achieved are 80°C and 4.2°C, respectively. The average outlet temperature of the water is 78°C. Figure 8 (b). The maximum value for incident direct solar radiations is 700 W/m 2 at 9:20 AM; moreover, the efficiency of PTC during a cloudy day is also presented in Figure 8 (c).
The maximum value of efficiency in a cloudy day is up to 56.6% corresponding to 331 W/m 2 at 1:30 PM. Similarly, the system energy flows along with solar fraction are presented in Figure 8 (c).
The incident solar radiations and hence the solar energy gain constantly fluctuate along the day; however, heat gain is small due to greater incidence angle of the incidence in the morning. Although, the maximum incident energy of 4.72 kWh occurs at 10:00 AM but maximum heat gain of 1.92 kW is achieved corresponding to incident energy of 4.21 kWh at 1:00 PM. So, it is also evident from the comparison that incident direct solar radiations along with incidence angle strongly influence the useful heat gain of PTC.
Moreover, Figure 8 (d) presents the dehumidification share of the PTC during a cloudy day. It is evident that it exhibits almost similar trends as solar energy gain in Figure 8 (c). The maximum and minimum values for dehumidification share are 5.0 g/kg and 0.6 g/kg, respectively.
Transient Analysis.
The PTC system is further subjected to annual transient analysis and is highlighted from It can also be observed that monthly average values for efficiency vary from 24 to 51% as shown in Figure 10 . Collector efficiency is maximum in Quetta due to better available irradiance while minimum in the humid climate of Karachi.
Finally, monthly average solar energy gain for different climates is presented in Figure 11 . It is evident that maximum monthly average useful energy gain of 1140 MJ is achieved in June for Quetta, while minimum value is 408 MJ in February.
Conclusions
The experimental investigation of a small-sized parabolic trough collector for the solar dehumidification purpose has been carried out in the current study. The following conclusions have been drawn from the investigation: 
